
03008035_000000R-MinProgram
Minimum Program Steps Report
----------------------------

Location and SIN
----------------
DOT Number: 000000R
Milepost Number: 80.35
Site Name: WOODLAND, IL

SIN: 762010010016 *

* Parameter is part of office check number calculation.

MCF and Template Selection
--------------------------
MCF Name: GCP-T6X-02-4.mcf
MCF Revision: 24
MCFCRC: 09FC363B

Template = 4A:6 Remotes (OCCN) *

* Parameter is part of office check number calculation.

Minimum Program Steps
---------------------
TEMPLATE:  module configuration
Track 2/RIO 1 Slot = Track (OCCN) *

TEMPLATE:  track 1-Remote Dax
Track 1 : GCP Frequency = 645 Hz (Field,TCN)
Track 1 : Approach Distance = 1311 ft (Set in Field,TCN)
Track 1 : Dax A Warning Time = 26 sec (OCCN) *
Track 1 : Dax A Offset Distance = 1873 ft (Set in Field)
Track 1 : GCP Transmit Level = Medium (Set in Field,TCN)

TEMPLATE:  track 2-Remote Dax
Track 2 : GCP Frequency = 645 Hz (Field,TCN)
Track 2 : Approach Distance = 1311 ft (Set in Field,TCN)
Track 2 : Dax A Warning Time = 26 sec (OCCN) *
Track 2 : Dax A Offset Distance = 1873 ft (Set in Field)
Track 2 : GCP Transmit Level = Medium (Set in Field,TCN)

TEMPLATE:  track Anding
AND 1 XR Used = No (OCCN) *

TEMPLATE:  OOS
OOS Timeout = 1 hrs (Set in Field)

TEMPLATE:  OP assignment 1
OUT 1.1 = T1 Dax A (OCCN) *
OUT 2.1 = T2 Dax A (OCCN) *

ADVANCED:  site options
Daylight Savings = Off (Set in Field)

* Parameter is part of office check number calculation.

Check Numbers
-------------
Office Check Number: 17D2C3D2
Config. Check Number: 12F2CBDE
(Based on MCF Revision 24)
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Parameters not part of office check number calculation:

Track 1 : GCP Frequency = 645 Hz
Track 1 : Approach Distance = 1311 ft (Set in Field)
Track 1 : Dax A Offset Distance = 1873 ft (Set in Field)
Track 1 : GCP Transmit Level = Medium (Set in Field)
Track 2 : GCP Frequency = 645 Hz
Track 2 : Approach Distance = 1311 ft (Set in Field)
Track 2 : Dax A Offset Distance = 1873 ft (Set in Field)
Track 2 : GCP Transmit Level = Medium (Set in Field)
OOS Timeout = 1 hrs (Set in Field)
Daylight Savings = Off (Set in Field)

Comments
--------
<none>

Configuration Package File
--------------------------
Filename: 03008035_000000R.pac
Path: H:\UP\Xings\Projects\21-386-0 (TR-221A)\PAC Files\MP 80.35\
Date/Time: 8/07/2014 13:15:00
DT Version: 5.3.3
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